SPECIFIC NOTES (APPLY TO DRAWING E-1.2 WHERE INDICATED):

@ CONNECT TO LIGHT FIXTURES ON LANDING BELOW.

(2) CONNECT TO LIGHT FIXTURES ON LANDING ABOVE.

(3) TO CAMERA

TO MICROPHONE

THE ELECTRICAL CONTRACTOR SHALL PROVIDE A JUNCTION BOX, CONTACTOR, RELAY, AND
WIRE/CONDUIT. LOW VOLTAGE WIRING SYSTEM SHALL BE ACTIVE WHEN LINE VOLTAGE IS
ENERGIZED. tHE LOW VOLTAGE CABLING FOR MICROPHONE AND CAMERA WILL BE BY

OTHERS. PROVIDE MATERIALS & ACCESSORIES REQUIRED FOR A COMPLETE & SATISFACTORY
INSTALLATION.
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